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Instructions

Instrument Settings
To check the setup:
1. Go to Session Setup.
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Configure the Logger
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Install and Verify the Logger
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Done with Session Setup
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The current settings show on the display. Scroll down for more settings.
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& Instrument Settings

@ FLUKE1746<17040503>
SN : 17040503

((T)) WiFi : Connected
Ethernet : Not Connected
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@ Noactive session
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Use Instrument Settings to:

Edit the Logger Name

Select a WiFi access point to connect

Select Ethernet settings

View power supply status

View recording status

Change user name and password to log-in to the Logger
View Memory status

View instrument date and time and select time synchronization source
View details of attached current sensors

View firmware version

View installed licenses

Download Service Log Data to Phone

Reset to factory defaults
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